
BASE Buildings Test Space HVAC Inspections:  Humidifiers  

Condition of Humidifiers

Humidifiers - General 
Condition1

Humidifier Drain Pan 
Condition2

Good 7 7
Fair 5 5
Poor 2 3

Total Number of Test Space Air Handlers 14 15
Notes:
1Data represent statistics for 14 study space air handling unit humidification systems indicating a 
response for general humidification system condition. Three test space air handlers with 
humidification systems indicated no response for this variable.
2Data represent statistics for 15 study space air handling unit humidification systems indicating a 
response for drain pan condition. Two test space air handlers with humidification systems 
indicated no response for this variable.

Number of Test Space Air Handlers

Variable Descriptions:

Humidifiers - General Condition  refers to the general condition of the humidifiers installed in the 
test space air handling units based on the following grading system:

        Good - Components clean and in good physical condition with no corrosion
        Fair -   Components somewhat dirty and/or some corrosion and/or some water leakage
        Poor -  Components very dirty and/or heavy corrosion and/or large water leaks and/or 
                   some components not held securely in position

Humidifier Drain Pan Condition refers to the general condition of the drain pans installed in the 
test space air handling units based on the following grading system:

        Good - Drain pans clean and draining well
        Fair -   Some residue in pans, but still draining
        Poor -  Drain pans very dirty and/or poor drainage from pans
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