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SUMMARY TABLE for SEASONAL UTILITY SECTOR COST EVALUATION

Boiler Technology Type Wall-Fired T-Fired Cyclone Cell-Fired
1990 Emissions Share 31% 28% 12% 14%

Performance Summary by Level:   RATES
Base 1c (Title 4+) 0.448875 0.42612 0.9362925 0.6783
Level 1 0.34875 0.34505 0.52065 0.4539
Level 2a 0.26325 0.251585 0.397215 0.34731
Level 2b 0.1996875 0.199995 0.2925 0.25347
Level 3 0.1501875 0.149745 0.17298 0.153

Performance Summary :   SEASONAL COST
Level 1 (Incremental $/Ton to Base 1c) $785.39 $772.64 $744.05 $552.76
Level 2a (Incremental $/Ton to Base 1c) $1,274.98 $1,260.87 $901.26 $764.54
Level 2b (Incremental $/Ton to Base 1c) $1,567.05 $1,346.27 $1,025.55 $1,191.66
Level 3 (Incremental $/Ton to Base 1c) $2,109.99 $1,703.68 $1,350.41 $1,816.86

Control Technology Assumptions
  SNCR Summary:
Level 2a Total Share 40% 46% 33% 33%
Level 2b Total Share 49% 43% 10% 13%
Level 3 Total Share 37% 33% 0% 20%
Level 2a Marginal Cost (Typically the Highest) $942.09 $925.35 $974.73 $883.85

Simple Installation Rate 0.375 0.335 0.6435 0.51
Optimized Installation Rate (w/LNB&OFA) 0.20625 0.201 0.6435 0.255
Simple Installation Reduction to Base 1c 16% 21% 31% 25%
Optimized Reduction to Base 1c 54% 53% 31% 62%

  SCR Summary:
Level 2a Share 13% 8% 40% 20%
Level 2b Share 36% 36% 60% 58%
Level 3 Share 63% 57% 80% 80%
Level 3 Marginal Cost (Typically the Highest) $1,853.29 $1,948.08 $1,867.35 $1,651.71

Simple Installation Rate 0.15 0.134 0.14625 0.255
Optimized Installation Rate (w/LNB&OFA) 0.113 0.101 0.146 0.128
Simple Installation Reduction to Base 1c 67% 69% 84% 62%
Optimized Reduction to Base 1c 75% 76% 84% 81%

Composite Level 2a SCR Rate 0.15 0.1005 0.14625 0.255
Composite Level 2b SCR Rate 0.13333333 0.11445833 0.14625 0.15827586
Composite Level 3 SCR Rate 0.117 0.111 0.146 0.128

Replaced Power Fraction & Cost 
Level 2b % Displaced by BACT/LEAR Capacity 0% 0% 0% 0%
Level 3 % Displaced by BACT/LEAR Capacity 0% 0% 9% 0%
Embedded Level 3 $/Ton Cost Assumption $0.00 $0.00 $1,154.93 $0.00



Wet Bottom Roof-Fired Coal Summary Wall (Oil/Gas) T-Fired (O&G) SYSTEM Total
5% 1% 91% 7% 2% 100%

0.85736 1.000375 0.57 0.47 0.29 0.56
0.49616 0.474615 0.40 0.2087975 0.20242 0.38
0.3948 0.371 0.30 0.2017475 0.20242 0.29

0.27832 0.26314 0.23 0.2017475 0.20242 0.22
0.168 0.15842 0.15 0.150635 0.15167 0.15

$913.15 $947.42 $750.45 $411.39 $219.20 $713.63
$1,046.09 $1,044.73 $1,129.63 $416.57 $219.20 $1,057.16
$1,214.49 $1,209.48 $1,347.86 $416.57 $219.20 $1,254.65
$1,817.70 $1,305.32 $1,815.47 $482.44 $374.54 $1,686.25

40% 60% 40% 48% 25% 40%
52% 60% 37% 48% 25% 38%
20% 60% 28% 61% 41% 30%

$968.96 $1,733.38 $944.26 $600.08 $483.05 $908.75

0.56 0.477 0.43 0.235 0.145 0.41
0.28 0.212 0.27 0.1175 0.087 0.26
35% 52% 23% 50% 50% 25%
67% 79% 53% 75% 70% 55%

25% 0% 16% 12% 8% 16%
36% 0% 42% 12% 8% 39%
80% 0% 66% 12% 13% 61%

$2,190.00 NA $1,848.77 $932.43 $934.45 $1,761.76

0.28 NA 0.17 NA NA 0.17
0.140 NA 0.12 0.0705 0.058 0.11
67% NA 68% NA NA 68%
84% NA 77% 85% 80% 78%

0.28 NA 0.16 0.0705 0.058 0.15
0.25666667 NA 0.14 0.0705 0.058 0.13

0.140 NA 0.12 0.071 0.058 0.12

0% 9% 0.1% 0% 0% 0.1%
0% 37% 1.6% 0% 0% 1.5%

$0.00 $1,235.78


