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Table 5 - SNCR Sensitivity Evaluation - Low

Version 12Lsn (SNCR ?7?) 5/25/97 - Post Title 4 Control - Average Capacity Factors of 60-75%

SUMMARY TABLE for SEASONAL UTILITY SECTOR COST EVALUATION

Boiler Technology Type
1990 Emissions Share

Performance Summary by Level: RATES
Base 1c (Title 4+)

Level 1

Level 2a

Level 2b

Level 3

Performance Summary : SEASONAL COST
Level 1 (Incremental $/Ton to Base 1c)

Level 2a (Incremental $/Ton to Base 1c)
Level 2b (Incremental $/Ton to Base 1c)
Level 3 (Incremental $/Ton to Base 1c)

Control Technology Assumptions
SNCR Summary:
Level 2a Total Share
Level 2b Total Share
Level 3 Total Share
Level 2a Marginal Cost (Typically the Highest)

Simple Installation Rate

Optimized Installation Rate (W/LNB&OFA)
Simple Installation Reduction to Base 1c
Optimized Reduction to Base 1c

SCR Summary:
Level 2a Share
Level 2b Share
Level 3 Share
Level 3 Marginal Cost (Typically the Highest)

Simple Installation Rate

Optimized Installation Rate (W/LNB&OFA)
Simple Installation Reduction to Base 1c
Optimized Reduction to Base 1c

Composite Level 2a SCR Rate
Composite Level 2b SCR Rate
Composite Level 3 SCR Rate

Replaced Power Fraction & Cost

Level 2b % Displaced by BACT/LEAR Capacity
Level 3 % Displaced by BACT/LEAR Capacity
Embedded Level 3 $/Ton Cost Assumption

Wall-Fired

31%

0.448875
0.3675
0.2615625
0.1995
0.150375

$806.20
$1,304.46
$1,671.93
$2,517.03

23%
32%
20%
$971.50

0.4125
0.24375
8%
46%

27%
48%
73%
$2,726.12

0.15
0.113
67%
75%

0.15
0.128125
0.118

0%
0%
$0.00

T-Fired

28%

0.42612
0.343375
0.24723
0.197315
0.149745

$1,084.80
$1,335.51
$1,488.34
$1,951.91

33%
33%
24%
$954.60

0.3685
0.2345
14%
45%

23%
44%
63%
$1,899.65

0.134
0.101
69%
76%

0.11215217
0.10963636
0.107

0%
0%
$0.00

Cyclone

12%

0.9380475
0.52065
0.40716
0.28665
0.17298

$806.22
$969.56
$1,049.78
$1,350.41

29%

5%

0%
$974.73

0.702
0.702
25%
25%

40%
60%
80%
$1,867.35

0.14625
0.146
84%
84%

0.14625
0.14625
0.146

0%
9%
$1,154.93



Cell-Fired
14%

0.6783
0.4182
0.35496
0.254235
0.15296

$591.09
$742.99
$1,229.03
$1,867.30

20%
14%
16%
$917.70

0.612
0.306
10%
55%

30%
59%
80%
$1,651.71

0.255
0.128
62%
81%

0.255
0.15775424
0.128

0%
4%
$1,291.93

Wet Bottom
5%

0.85736
0.55776
0.38192

0.2772
0.16776

$931.68
$1,172.30
$1,343.13
$1,860.80

31%
33%
16%
$988.18

0.672
0.336
22%
61%

32%
55%
80%
$2,190.00

0.28
0.140
67%
84%

0.28
0.22909091
0.140

0%
4%
$1,559.00

Roof-Fired

NA

NA
NA
NA
NA

NA
NA
NA

1%

1.000375
0.4664
0.37418
0.26252
0.15842

$962.81
$1,223.20
$1,205.89
$1,344.45

60%
55%
60%
$1,840.22

0.583
0.212
42%
79%

0%
0%
0%

12%
37%
$1,273.44

Coal Summary
91%

0.57
0.40
0.30
0.22
0.15

$869.43
$1,177.87
$1,443.75
$2,041.71

27%
27%
18%
$971.00

0.48
0.31
13%
46%

28%
50%
71%
$2,130.78

0.17
0.12
68%
7%

0.16
0.13
0.12

0.2%
2.5%

Wall (O/G)

NA

NA

%

0.47
0.2059775
0.1989275
0.1989275

0.149225

$472.64
$477.82
$477.82
$509.13

48%
48%
50%
$802.82

0.282
0.141
40%
70%

12%
12%
13%
$932.43

0.0705
85%
0.0705

0.0705
0.071

0%
0%

T-Fired (O&G)

NA

NA

2%

0.29
0.199665
0.199665
0.199665

0.1501475

$245.98
$245.98
$245.98
$424.36

25%
25%
41%
$692.39

0.174
0.1015
40%
65%

8%

8%

13%
$934.45

0.058
80%
0.058

0.058
0.058

0%
0%



SYSTEM Total
100%

0.56
0.38
0.29
0.22
0.15

$826.30
$1,105.81
$1,346.42
$1,894.08

29%
28%
21%
$952.37

0.46
0.30
16%
48%

26%
46%
66%
$2,016.99

0.17
0.11
68%
78%

0.15
0.13
0.11

0.1%
2.2%



